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PARAMETER 5 SET TO 100 (10A)
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20A POWER

SUPPLY

NOTE- IF 20 AMP POWER SUPPLY NEEDED USE SUFFIX-20A
20 AMP NEEDED IF USING LA36 ACTUATORS OR DETERMINED
BY CALCULATING OF OPERATING AMPS NEEDED 
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IF USING LA36 ACTUATORS

CONNECT AS ABOVE

IF USING LA31 OR LA34 ACTUATORS

CONNECT AS ABOVE

(20A)

NOTE- F2 FUSE SIZE TO SUIT POWER SUPPLY SIZE

CHARGE RATE 1A AT 27.2v DC, 15A (20A) BLADE FUSE FITTED
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ENCLOSURE IS STEEL 
495MM X 400M X 157MM




