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ALL RELAYS HAVE MANUAL OVERRIDE & INDICATORS

SUPPLY STATUS

mains failed and 24v dc lamps are illuminated- MAINS POWER FAILED - BATTERY BACK UP HEALTHY

no lamps illuminated- check fuses and battery connections.

LAST WIRE NUMBER USED = 57
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CHARGE RATE SET TO 1A AT 27.2v DC, 15A BLADE FUSE FITTED

ENCLOSURE IS STEEL 
495MM X 400M X 157MM




